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Directions: 
 

1. Connect outgoing leads to voltage source, read voltage on top scale of meter. 
 
2. If there is no indication on the meter, depress button marked 130v. Read voltage on bottom 

scale of meter. 
 

3. After determining correct voltage range, test for ground resistance by depressing button 
marked “Ground Test”. Voltage drop will indicate ground resistance.   

 


